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ALTERNATE #1

ELIMINATE ELEVATOR. FILL IN DOOR
OPENINGS WITH CONTRUCTION TO MATCH
ADJACENT WALLS. BASEMENT AND
ELEVATOR SHAFT TO REMAIN.

ALTERNATE #2

ARCHITECTURAL DEDUCTIONS
DELETE 10 BEDROOMS

ALTERNATE #3

ARCHITECTURAL DEDUCTIONS
DELETE BEDROOM WING IN IT'S ENTIRETY.

DELETE 4 BATHROOMS CONSTRUCT NEW EXTERIOR WALL TO MATCH BUILDING ENVELOPE.
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one eighth inch

L 38'-8 L 40'-0 7-4 68'-8 24'-8 6'-0
1 1 CONSTRUCT BASE BID BUILDING ENVELOPE W/ COMPACTED GRAVEL BASE. PLUMBING DEDUCTIONS
- + FIXTURES - DO NOT PROVIDE AND INSTALL (4) WATER CLOSETS (4) LAVATORIES (4)
= 0 O INSULATE GYPSUM BATHROOM WALL AS REQUIRED TO MAINTAIN R-VALUE. SHOWER UNITS (4) FLOOR DRAINS W/ TRAP PRIMERS IN ROOMS B-WING.
PLUMBING DEDUCTIONS SANITARY — 6” MAIN SANITARY LINE WILL EXIT BUILDING OUT OF THE CENTER OF THE
¢ EE - — — ?JW — =\ FIXTURES - DO NOT INSTALL (4) WATER CLOSETS (4) LAVATORIES (4) SHOWER UNITS (4) FLOOR  CORRIDOR IN SIMILAR LOCATION. APPROXIMATELY 60’ OF 6” CAST IRON SANITARY PIPING
E 5 < - - DRAINS W/ TRAP PRIMERS IN ROOMS B-WING. PROVIDE ROUGH-INS FOR PLUMBING FIXTURES IN  WILL NOT BE INSTALLED.
) < oFFicE ||| & FLOOR SLAB.
% oFFICE RECREATION THERAPY VESTIBULE RECEPTION VENT — VENT TERMINAL WILL BE LOCATED IN BEDROOM B154 AND EXTENDED THRU THE
> | = — SANITARY — 6” MAIN SANITARY LINE WILL REMAIN AS SHOWN IN ITS CURRENT LOCATION. BRANCH ROOF IN THIS LOCATION. BRACH PIPING NOT INSTALLED.
I = /A OFFICE, NURSENURSE, MEDICAL
I o~ orrice || orfice | oprice |7 ocs NURSINURSE, WEDK PIPING TO 4 BATHROOMS IN THIS WING WILL NOT BE INSTALLED.
: STORAGE DOMESTIC WATER SUPPLY PIPING — 2-1/2” COLD WATER - 1-1/4” HOT WATER AND %’ HOT
* oI T I § 0 IN [ LB | Lo ||| [ Brie [ [ 813 || [ B1ts | & VENT — DELETE BRANCH VENT PIPING ABOVE CEILING IN (4) BEDROOMS. VENT THRU ROOF WATER RETURN WILL NOT BE INSTALLED.
B o T T ORRDOR " S — _ [ © TERMINALS WILL REMAIN IN THE LOCATIONS SHOWN.
- A0 CORRIDOR FIRE PROTECTION
(oo | DOMESTIC WATER SUPPLY PIPING — 2-1/2” COLD WATER - 1-1/4” HOT WATER AND %’ HOT WATER DO NOT INSTALL (4) DRY SPRINKLER HEADS AND (33) SEMI RECESSED HEADS.
@ ETA VEDICATION - /ﬂﬁ RETURN WILL BE DOWNSIZED TO 2’ COLD WATER — 1” HOT WATER AND %’ HOT WATER RETURN.  SUBSEQUENT BRANCH PIPING IS NOT REQUIRED.
, - , T4 N - LE i S
W W EXAM RM W&g’j B159 || B160C(INSULT ROGPNSULT ROQ) GROUP ROOM OFFICE OFFICE OFFICE OFFICE || OFFICE : FIRE PROTECTION HVAC
— e A103_|EBATHROOM || _ [Bie1 | || [B12 ]||E [Bios | || [B10e ||| B0 ]| [z 1 || (51 ] DELIVERY | PROVIDE APPROXIMATELY (33) UPRIGHT TYPE SPRINKLER HEADS IN LIEU OF SEMI-RECESSED TYPESAME AS DEDUCT #2 BUT DO NOT ADD NEW 300 CFM VAV BOX.
J CORRIRO o WAITING / LOUNGE |
T R T E A4 = LEROOM || — || ||Her | TcbRRIDO ‘ SPRINKLER HEADS.
L % C 0 |5 3 o0 L CAP SUPPLY, RETURN AND EXHAUST DUCTS 1 FOOT NORTH OF BATHROOM B138 AND
ATHROO ﬁATHROO o el T q__ HVAC BATHROOM B153'S SOUTH WALL.
BEDROO DROOM|[BEDROO — : i = 5 HVAC
" EDROOM| [BEDROO STAFF WORK AREA | ; DOMICILIARY TECH. OFFICE OFFICE OFFICE |2 Rl i -
m Al145 e iTersrs THROO _ : HSKPTRASH. RECYCLING g e DELETE VAV BOXES, 1-2 THRU 1-6 AND 1-7 THRU 1-11 AND ASSOCIATED SUPPLY DUCTWORK,
148 VL [ Afor | TOLET 0 i ] [ 8124 | || [Br22 | || [ Br20 | [bOCKERRM ELEC | SUPPLY DIFFUSERS, DUCT ACCESSORIES, HEATING HOT WATER PIPING AND THERMOSTATS. ELECTRICAL
o 0 ol Y o O = B A10 ' J\ /ﬂF ‘ I‘31‘1i‘3 ‘ TUNNEL 1 -
- p— 5 CORRIDOR — : = = conmior T CORRIDOR R | e SRR DELETE 10 RETURN GRILLES AND ASSOCIATED RETURN DUCTWORK. ALL ELECTRICAL AND SYSTEMS DEVICE ARE REMOVED.
- _ [[CA05 | [c80s | P
3 I ] 0 I r= TAR ﬁ/ DELETE 4 EXHAUST GRILLES AND ASSOCIATED EXHAUST DUCTWORK. THE DOOR CONTACT AND LOCAL ALARM REMAIN ON THE NEW EXTERIOR DOOR.
=—— T | — g EEE —
a9 g9 ¢ COMPUTER Roi DRY ROOM MULTI-PURPOSE / UIET ROOM / ; ] ' w, L/ = DELETE 10 RADIANT PANELS AND ASSOCIATED PIPING. THE FIRE ALARM PULL STATION WILL BE MOVED TO THE NEW EXTERIOR DOOR.
BEDROOM || BEDROOM) BEDROOM || BEDROOM}BEDROOM ENTRY T | Lonce VISITORSRM || |LARGE GROUP ROOM | DINING GROUP ROOM STAFF LOUNGE ENVORNVENTAL | MDF || coumentEMSSTO [F=T |111]
Cri] [y LA LA ) turrroont LA -WQQA 0 | VANAGEVENT - [ 6123 : = i CAP SUPPLY, RETURN AND EXHAUST DUCTS 5 FEET SOUTH OF BATHROOM B138 AND BATHROOM  THE SECURITY CAMERA REMAINS AND IS RELOCATED.
d | A139 [ 125 | ] B153.
‘ : | coroon | — L THE OUTSIDE GFI RECEPTACLE REMAINS AND IS RELOCATED.
S S ‘ 1 ‘ — ‘ Hkﬂg' e ' — ADD (1) 300 CFM VAV BOX TO THE END OF THE SUPPLY DUCT.
o & & i i
ELECTRICAL
o -4 ‘ 3-8 99 -4 DELETE RECEPTACLES
IatHRoOM | ‘
' DELETE LIGHT FIXTURES, ASSOCIATED LIGHT SWITCHES, EXIT SIGNS, AND OCCUPANCY SENSORS.
| ‘ m O O
/ i DELETE (2) WIRELESS ACCESS POINTS (WAP)
BEDROOM 1
DELETE (2) FIRE ALARM SPEAKER/STROBES, (1) WILL REMAIN IN SHELL SPACE.
DELETE SMOKE DETECTORS IN ROOMS.
BEDROOM I THE SECURITY CAMERA REMAINS
A118
- | THE DOOR CONTACT AND LOCAL ALARM WILL REMAIN ON THE EXTERIOR DOOR.
’ ©
I Cnod BAT;F:gO 1 T ] FIRE ALARM PULL STATION WILL MOVE TO DOOR ENTERING SHELL SPACE.
h &
S = | PROVIDE (6) LED STRIP LIGHTS AND A LIGHT SWITCH FOR TEMPORARY LIGHTING OF THE SHELL
BEDROOM DEDUCT ALTERNATE #2 | SPACE.
BEDROOM BEDROOM I
L7 I
L_ATHROOI‘VI ==
A2 ;
BEDROOM 1
1 1/16" = 1'-0"
T 38'-8 T 40'-0 77-4 68' -8 24'-8 6'-0
[ m m
A A Al — —— — gi‘ %—; = AT \I\ |7
& < 5
7 & VESTIBULE OFFICE %
3 OFFICE RECREATION THERAPY | : /—@ @
! . [Bi00 ] [Biot ] ~ DFFICE, NURSINURSE, MEDICAL ! i .
MECH. ROOM L ORAGE CONF RM OFFICE || OFFICE | OFFICE || MANAGER | DIRECTOR
% A2 s :H\ I ' j\ ﬂ\ /M [ B107 | [ B109 | |\B111 [N | 13113/[l [ B115 || [ B117 | 5
i — e —— ! S J LOBBY e K
B103
| i v l:l =
,T -0 TV 174 @ §§ | ! i wﬁuﬁ
EXAMRM Tﬁw‘%’\ﬂ‘ NSULT ROQ) GROUP ROOM OFFICE OFFICE OFFICE || OFFICE "l
. 4 Gl |
S e == A103 W"'Rff’o [EIPECIVEN EECE] = WAITING / LOUNGE L8106 | || [Btos ||| [B110 ]| [[B112 | DELIVERY | DEDUCT ALTERNATE #3 SOUTH ELEVATION
] ] ] [ A10 7 3 [[ror B131 - RRIDO| | 3 "W 41 AN .
i L | F | B3t | I 1/8" = 1'-0 NOTE: SEE 2/A202 FOR ELEVATION KEYNOTES
BEDROOM  CATHROOM ™5 e 00w [BEDROO N BATHROO I W ] (0 s I E] e -
. EDROOM| (BEDROO - DOMICILIARY TECH. ) i I OFFICE OFFICE OFFICE [1& _ <
A145 THROO A151 B =
m I v KITCHENETTE ] ':25 rRASvaiiYCL'NG 1] - ; SE;VERY | [B122 | | [B122 ] || [[B120 | [FOCKERRM ELEC 8
o O Bl o O ‘ 0 — J\- B @ | Bie
: - CORRIDOR — CORRIDOR B CORRIDOR CORRIDOR i
o CORRIDOR y
5o [c5] l [ca] i A
i =] 1
— — I n FET | | —
i =0 =0 COMPUTER Rooi MULTI-PURPOSE / : ’ | ¢ \HA M ]/ =
BEDROOM arhmos BE[&%" BEiTz)OM | BEiTS%OM | seoroout I ENTRY Caw ] | GROUP ROOM Lounee LARGE GROUP ROOM | DINING GROUP ROOM STAFF LOUNGE ENIVORNMENTAL | _MDF_llco oy rl[EMS STO [E= 1] ||
: | -BATHROO BATHROON A134 A113 A112 [ B3 | [B132 | B129 B127 MANAGEMENT B123 [B12A [F— = -
A | L [aiz ], LATS | 0 \H 8125 e &
- < - 8 {] — il L — — H IEEEEN
T Pl T | BEDROOM I = :'ﬂ = .
== ‘ 5 ‘ — e H&ﬂ*‘? A132 I ot <l [ w% =
- 3
M 1 - '
91'-4 I = o — e 38'-8 99'-4
ATHROOM 4§ 2 EE ' - ‘
A131 =i Ik
&ﬂ/ 4 — | [ | O 5 <[ G003
BEDROOM .
B8
\ 3 \
| |
| |
| |
| G003 i = - TRUSS BiEARINCi TF\TUS? BEARING , ,Z
P == | | I 43'-0 @ 43'-0 ] [
T | |
ohi fe) I
X | ' 2 | |
R~ I "—Lfﬂ ® | |
| |
| BEDROOM | DEDUCT ALTERNATE #3 |
| |
| |
| |
eoroon SEDROOM i i FIRST FLOOR ) FIRST FLOOR
@ A121 i i 31'-0 31'-0
L | \ \
| |
< [ \ [
BATHROOM ¥ BATHROO! | |
El A125 f A122 } }
| 1 DEDUCT ALTERNATE #3 WEST ELEV. DEDUCT ALTERNATE #3 EAST ELEV
BEDROOM BEDROOM } } 4 1/8" = 1'-0" 5 1/8" =1'-0"
| |
*:“w 4 L |
38'-8"
PROJECT
DEDUCT ALTERNATE #3 NORTH
2 TRUE NORTH
1/16" = 10"
CONSULTANTS: SEAL ARCHITECTS/ENGINEERS: Drawing Title Project Title: Project Number .
: : S 512-531 Off f
DEDUCT ALTERNATE OPTIONS Construct a New Residential icé o
. . u
oy, Rehabilitation Treatment Program Building Number Construction
3 A Gogr Hamilion A (RRTP) Bulding and Facilities
< 2 ' amilton Avenue
R . . lee Age s i} = Pittsburgh, Pennsylvania 15206 Approved: Project Director Location: Perry Point VA Medical Center Drawing Number M
e SITE RESOURCES et s S Ph: 412.287.7333 Fax: 412.287.7334 Perry Point, MD 21902 dnageme nt
HOPE FURRER A ey | ) S (&) 3 www.ae-works.com
e Ty S5 : ; ; G003
sociates, In NS G\_p@\f}\@ Date: Checked: Drawn: Department of
”"'zﬁ* OF MAR AE Works Project Number: 12028 P .
# | Revision Date e 06-11-15 DG SB \-&' Veterans Affairs
VA FORM 08-6231
1 2 3 | 4 5 6 7 9 |




	Sheets
	G003 - DEDUCT ALTERNATE OPTIONS


